COMMONWEALTH OF KENTUCKY

BEFORE THE PUBLIC SERVICE COMMISSION
In the Matter of:

APPLICATION OF THE NOLIN RURAL )
ELECTRIC COOPERATIVE CORPORATION )
FOR APPROVAL BY THE PUBLIC SERVICE )
COMMISSION OF KENTUCKY OF A CERTIFICATE ) CASE NO. 96-207
OF CONVENIENCE AND NECESSITY TO )
CONSTRUCT ADDITIONAL PLANT FACILITIES )
ACCORDING TO THE COOPERATIVE'S )
1996-1999 WORK PLAN )

ORDER

IT IS ORDERED that Nolin Rural Electric Cooperative Corporation ("Nolin") shall file |
the original and two copies of the following information with the Commission with a copy
to all parties of record within 15 days from the date of this Order.

1. Provide the following data files from WindMil on 3.5 diskettes for the existing
system with recent peak loading and proposed system with projected loading:

a. From your Working Directory: WINDML.CFG and SYSTEM.CFG

b. From your Working Directory/EQDB directory: All files

C. From your database directory<database name>.WM: All files
2. Provide a voltage drop study based on:
a. Existing system with recent peak loading.

b. Existing system with projected peak loading.

C. Proposed system with projected peak loading.




3. Refer to Page I-C entitied "Summary of Proposed 3-yr Construction With
Costs". Provide the line sections for the conductor replacements whose codes are 606.1
through 606.12. If no line sections are assigned, explain why.

Done at Frankfort, Kentucky, this 8th day of July, 1996.

PUBLIC SERVICE COMMISSION

ATTEST:

A M

Executive Director




